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TEST RESULTS
1. Tén mau thir: Vo ti dién 2000 x 800 x 600
Sample:
2. Khach hang: Cong ty TNHH 3C Cong nghiép
Customer:
3. S6 lrgng mau: 01
Quantity:
4. Tinh trang miu: Moi
Sample observation:
5. Ngay nhin miu: 26/10/2015
Reception date:
6. Ngay thir nghiém: 26 +27/10/2015
Time of testing:
TT Tén chi tiéu Pon vi | Phwrong phap thir | Mirc qui dinh | Két qua
No Specifications Unit Test methods Standard level |  Results
I | Thir cép bao vé IP 43 IEC
IP 43 test 60529:2001
e Kha ning chéng vt rin xdm nhap Yéu cdu cia IP 4X Dat
Protection against ingress of solid objects khach hang Pass
e Kha nang chéng lai nuée xam nhap Customer's IP X3 Dat
Protection against ingress of water requirement Pass
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1. Phiéu két qua nay chi ¢é gia tri doi voi mau thie do khach hang diea toi.
This test resulls is value onlv for samples taken by customer.

2. Khong duoc trich sao mot phan két qua nay néu khong dwoc s dong v cia 0 ung tam Ky thuat 1.

This test results shall not reproduced except in full, without the weitten approved of QUATEST 1.
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Tén mdu va tén khach hang duoc ghi theo véu cau cua khach hang.
Name of sample and customer are written as customer s request,
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