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TEST RESULTS

1. Tén miu thir: T k§ thuat H550 x W450 x D185
Sample:

2. Khich hang: Cong ty 3C cong nghiép
Customer:

3. S6 lwgng mau: 01 -
Quantity:

4. Ngay nhin miu:  09/02/2012
Reception date:

5. Ngay thir nghiém: 15/02/2012+17/02/2012
Test duration:

TT Tén chi tiéu Donvi | Phwong | Mire quidinh | Két qua
No Specifications Unit phéap thir Standard level | Result
: : Standard
I | Thir cép bao vé P54 IEC
IP54 test 60529:2001
e Khi nang chéng lai bui xam nhdp IPSX Pat
Protection against ingress of dust Pass
e Kha ning chong lai nude xAm nhép IPX4 Pat
Protection against ingress of water Pass
_ | | | |

Hanoi, date of 21 /02 /2012
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1. Phiéu két qua nay chi ¢é gia tri doi voi méu thir do khéch héng duwa ti.
This test results is value only for samples taken by customer. .
2. Khong dwge trich sao mgt phan két qua nay néu khong duge sie dong ¥ cuia trung tam Ky thudt 1.
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