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KET QUA THU’ NGHIEM

TEST RESULTS

1. Tén miu thir: Hop chuyén mach (INOX)
Sample:

2. Khich hang: Cong ty TNHH 3C c6ng nghiép
Customer:

3. S6 lwong miu: 01
Quantity:

4. Ngay nhin miu: 13/05/2014
Reception date:

5. Tinh trang mau: Mai
Observation:

6. Thoi gian thir nghiém:  13/05/2014 + 14/05/2014
Testing time:

TT Tén chi tiéu Don vi | Phuong phap thir [Mire yéu cau| Két qua
No. Parameters Unit Standards Requirement |  Result
|| Thir nghiém cap bao vé bang vo ngoai TCVN 4255:2008 P55 Dat/
(Ma IP)/ Test for the degree of protection IEC 60529:2001 Pass

provided by the enclosure (IP code) Yéu ciu cua
e Thir nghiém cp bao vé chéng buyi/ Khéch hang IP5X Pat/
_ Test for the degree of dust protection Customer’ s Pass
o Thir nghiém cip bao vé chéng nude/ Requirement IPX5 Dat/
Test for degree of water protection Pass

. _ Ha noi, date of 15 /05 /2014
_P. TRUONG PHONG pA -GIAM BOC
THU NGHIEM DIEN-BDIEN TU
Deputy Chief of Electric-Electronic Testing Lab

—
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Ping Thanh Tung

PHO GIAM DOC

Him DBite Shue

1. Phiéu két qua nay chi c6 gia tri doi véi mau thie do khach hang dwa toi.
This test results is value only for samples taken by customer.

2. Khéng duge trich sao mot phan két qua ndy néu khong dwege s dong y ctia trung tam Ky thudt 1.
This test results shall not reproduced except in full, without the weitten approved of QUATEST 1.

3. MBhnAi vn tan kbt hidno s ki than vt riii A likdak hano.



